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Since this is a storage reservoir with both inflow and outflow controlled, the
hydrologic/hydraulic analysis was not performed in the normal mannei'. The dt- inage
area for this structure is limited to the reservoir itself. Assuming a normal water
level in the reservoir, the runoff resulting from the Probable Maximum Precipatation
can safely be stored and discharged through the waste weir section. Therefore, the
spillway capacity is assessed as being adequate.

Several minor deficiencies were noted which should be corrected within 6 months
of the date of notification of the owner. The brush and trees growing on the lower
portion of the southern slope and on the entire eastern slope should be cut. Small
brush growing through the riprap on the inboard slope should be cut. Deteriorated
concrete on the gate tower should be repaired. The two soft areas beyond the toe
of the outboard slope should be kept under surveillance. An en,ergency action plar
for the notification and evacuation of downstream residents should be developed.
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PREFACE

This report is prepared under guidance contained in the
Recommended Guidelines for Safety Inspection of Dams, for Phase I
Investigations. Copies of these guidelines may be obtained frcm
the Office of Chief of Engineers, Washington, D.C. 20314. The
purpose of a Phase I investigation is to identify expeditiously
those dams which may pose hazards to human life or property. The
assessment cf the general condition of the dam is based upon available
data and visual inspections. Detailed investigation, and analyses
involving topographic mapping, subsurface investigations, testing,
and detailed computational evaluations are beyond the scope of a
Phase I Investigation; however, the investigation is intended to
identify any need for such studies.

In reviewing this report, it should be realized that the reported
condition of the dam is based on observations of field conditions
at the time of inspection along with data available to the inspection
team. In cases where the reservoir was lowered or drained prior to
inspection, such'action, while improving the stability and safety of
the dam, removes the normal load on the structure and may obscure
certain conditions which might otherwise be detectable if inspected
under the normal operating environment of the structure.

It is important to note that the condition of a dam depends on
numerous and constantly changing internal and external conditions,
and is evolutionary in nature. It would be incorrect to assume that
the present condition of the dam will continue to represent the
condition of the dam at some point in the future. Only through frequent
inspect!ons can unsafe conditions be detected and only through continued
care and maintenance can these conditions be prevented or corrected.

Phase I inspections are not intended to provide detailed hydrologic
and hydraulic analyses. In accordance with the establ-shed Guidelines,
the Spillway Test flood is based on the estimated "Probable Mayium
Flood" for the region (greatest reasonably possible storm runoff), or
fractions thereof. Because of the magnitude and rarity of such a storm
event, a finding that a spillway will not pass the test flood should
not be interpreted as necessarily posing a highly inadequate condition.
The test flood provides a measure of relative spillway capacity and
serves as an aide in determining the need for more detailed hydrologic
and hydraulic studies, considering the size of the dam, its general
condition and the downstream damage potential.
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Phase I Inspec ion Report
National Dam.Sae4Poa!

Name of Dam: Deerfield Reservoir No. 6 Dam
I.D. No. NY - 1227

State Located: New York

County Located: Oneida

Watershed: Mohawk River Basin

Date of Inspection: October 16, 1980

ASSESSMENT:

The examination of documents and a visual inspection of The Deerfield Reservoir
Dam did not reveal conditions which constitute a hazard to human life or property.

Since this is a storage reservoir with both inflow and outflow controlled, the
hydrologic/hydraulic analysis was not performed in the normal manner. The drainage
area for this structure is limited to the reservoir itself. Assuming a normal water
level in the reservoir, the runoff resulting from the Probable Maximum Precipatation
can safely be stored and discharged through the waste weir section. Therefore, the
spillway capacity is assessed as being adequate.

Several minor deficiencies were noted which should be corrected within 6 months
of the date of notification of the owner. The brush and trees growing on the lower
portion of the southern slope and on the entire eastern slope should be cut. Small
brush growing through the riprap on the inboard slope should be cut. Deteriorated
concrete on the gate tower should be repaired. The two soft areas beyond the toe
of the outboard slope should be kept under surveillance. An energency action plan
for the notification and evacuation of downstream residents should be developed.

fI

G. Koch

Chief, Dam Safety Section
New York State Department

of Environmental Conservation
NY License No. 45937

Approved by: New York District Engie

Date: 
APR



...... .. .... .

'AI

LULnJ,

c C~ i-*4ILw
.4l

.4 '4



Phase I Inspection Report

National Dam Safety Program
Deerfield Reservoir No. 6 Dam

I.D. No. NY 1227
#128A-804

Mohawk River Basin

Oneida County, New York

SECTION 1: PROJECT INFORMATION

1.1 GENERAL

a. Authority

The PhaseITinspection reported herein was authorized by the Department
of the Army, New York District, Corps of Engineers, to fulfill the
requirements of the National Dam Inspection Act, Public Law 92-367.

b. Purpose of Inspection
This inspection was conducted to evaluate the existing conditions of
the dam, to identify deficiencies and hazardous conditions, to determine
if these defiencies constitute hazards to life and property, and to
recommend remedial measures where required.

1.2 DESCRIPTION OF PROJECT

a. Description of Dam
',-The Deerfield Reservoir Dam is a storage reservoir within the City of
Utica Board of Water Supply's system, the reservoir consists of an
inflow pool, which was originally used as a settling basin, and the main
storage pool. A division weir separates the tNo pools.

The dam is formed by an earthen embankment with a puddle core wall which
surrounds the two pools of the reservoir. The total length of the
embankment is 3520 feet. The maximum height of the embankment is 50 feet
in the southwest corner of the main storage pool. The minimum height is
about 5 feet in the northeast corner of the inflow pool. The inboard
slope is 1 vertical on 2 horizontal and the outboard slope is 1 vertical
on 1.5 horizontal.

All flow into the reservoir is controlled by valves on one 16 inch and
one 24-inch inflow pipe. These pipes enter the reservoir of the north-
western corner of the inflow po... A 20-inch supply main and a 20 inch
waste pipe are used to withdraw water from the reservoir. The supply
main extends from a concrete gate tower in the storage pool to the meter
house beyond the toe of the embankment. The tower contains four Ports at
different elevations. A bridge extends approximately 150 feet from the
embankment crest to the top of the tower.

Additional outflow capacity is provided by the waste weir segment at the
northern end of the dam. The weir is 20 feet wide and its crest is 6
feet below the top of the dam.

There is a sediment pit (waste chamber) at the end of the waste weir. A
20 inch pipe leads from the base of the pit to a gate house beyond the
toe of the embankment. These facilities were utilized when the dam was
first built but are no longer used.

' 1
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b. Location
The dam is located in the Town of Deerfield, off South Trenton Road.
It is adjacent to the intersection between Trenton Avenue and Route 12.
The dam is approximately one mile north of the City of Utica boundary.

c. Size Classification
The dam is a maximum of 50 feet high and has a storage capacity of 321
acre feet. Therefore, the dam is in the intermediate size category as
defined by the "Recommended Guidelines for Safety Inspection of Dams".

d. Hazard Classifications
This dam is classified as "high" hazard due to the presence of a number
of homes downstream of the southwester portion of the dam.

e. Ownership
Thedam is owned by the City of Utica Board of Water Supply. Mr.
Russell Lo Galbo Principal Engineer, and Mr. Adrian La Shure, Senior
Engineer, were contacted concerning the Phase I Inspection. The Board
of Water Supply's address is One Kennedy Plaza, Utica, New York, 13502.
Their phone number is (315) 798-3310.

f. Purpose of Dam
The dam is used as a water supply reservoir for the City of Utica.

g. Design and Construction History
This dam was constructed around 1900 for the Consolidated Water Company
of Utica. William S. Bagot, Civil Engineer, was the designer of the
structure. It does not appear that any major revisions have been made
to the structure since the original construction. The only change noted
was a switch in the supply lines into the reservoir. The original 20
inch mains were replaced by one 16 inch pipe and one 24 inch pipe.

h. Normal Operating Procedures
All flow into and out of the reservoir is controlled by valves on the
inlet and outlet pipes. The water level is normally maintained approx-
imately at elevation 700 but drops substantially lower during the summer.
Water is withdrawn from the reservoir as required by the owner.

1.3 PERTINENT DATA

' Drat ge Area (acres) 17.7

"b "Diicharge atDam (cfs)
Suppylain (20 inch) W,S. at Elev. 700 46
Supply Main (20 inch) W.S. at Elev, 701.5 47
Supply Main (20 inch) W.S, at Elev. 706.5 49
Waste Weir W.S. at Elev. 706.5 581

C. Elevation (Plan Datum)
Top of Dam 706.5
Crest of Waste Weir 701.5
Crest of Division Weir 701.3
Invert of 20 inch Waste Pipe 660

d. Reservoir-Surface Area (Acres)
Top of Dam 17.4
Crest of Waste Weir 15.7
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e. Storae Capacity (acre-feet)
Top of Dam 385
Crest of Waste Weir 321

f. Embankment
Type: Compacted earth fill with a puddle core wall completely surrounding
the reservoir with 1:V on 2:H invoard slopes and I:V on 1.5:H outboard
slopes.

Dam Length (ft): 3520
Crest Width (ft): 15
Height: Varies; 50 feet maximum

. Inflow Pipes
ype: 16 and 24 inch pipes flowing into inflow pool
Control: Butterfly valve on each pipe.

h. Outlfow Pipes
Type: Two 20 inch pipes through embankmnent flowing into meter house
beyond downstream toe. Flow through supply main controlled by operation
of gates on gate tower. These pipes can also function as a reservoir
drain,

i. Division Weir
Type: Masonry weir which separates inflow pool from storage reservoir.
Weir is 2 feet wide and 20 feet long. Riprap on either side of weir.

j. Waste Weir
Type: Masonry weir at northern end of dam which serves as auxiliary
spillway, Weir is 2.5 feet wide and 20 feet long. Riprap covers area
upstream of weir.

k. Appurtenant Structures
1. Meter House-south of dam embankment; venturi meters measure flow
from the two 20 inch pipes coming out of the reservoir.

2. Waste Chamber and Valve House-located to north of the waste weir;
originally used for sediment control; now abandoned.

3



SECTION 2: ENGINEERING DATA

2.1 GEOTECHNICAL DATA

a. Geology

The Deerfield Reservoir No. 6 Dam is located near the northern edge of the
Mohawk Lowlands physiographic province of New York State. The western Adiron-
dack Hills province is north of this area. The lowland was eroded in the soft
shales between the hard rocks of the Adirondacks and the Appalachians. The
area in the vicinity of the dam is underlain by soft rock from the Utica Shale
formation of the Upper Ordovician age.

The surficial soils and features of the area are the result of claciations
during the Cenozoic Era, the last of which was the Wisconsin glaciation.

b. Subsurface Investigations
No records of any subsurface investigations performed for this structure were
available.

2.2 DESIGN RECORDS

Design records were available for this dam at the City of Utica Board of
Water Supply's Engineering Office. A plan prepared in 1900 by William S. Bagot,
Civil Engineer provided most of the information about the design. This plan has
been included in Appendix E.

2.3 CONSTRUCTION RECORDS

No construction records concerning the original construction of the dam were
located.

2.4 OPERATIONAL RECORDS

This dam is operated as a storage reservoir by the owner. They maintain some
operation records for the structure.

2.5 EVALUATION OF DATA

The data used for the preparation of this report was obtained from the City
of Utica Board of Water Supply and from the Department of Environmental
Conservation files. The data available appeared to be accurate.

4
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SECTION 3: VISUAL INSPECTION

3. 1 FINDINGS

a. General
Visual inspection of the Deerfield Reservoir No. 6 Dam was conducted on
October 16, 1980. The weather was overcast and the temperature was around
50 degrees. At the time of the inspection, the water surface was 11 feet
below the top of the dam.

b. Embankmeit
The embankment completely surrounds this reservoir. The crest is level
with a grass cover and in good contition. The inboard slope is lined with
riprap. There was small brush growing through the riprap in several
locations. The outboard slope on the northern and western sides of the
dam were grass and had been mowed. The upper portion of the southern
outboard slope was also in good condition. However, the lower portion
of the southern slope at the eastern end was covered with brush and trees.
The eastern slope was completely overgrown. The brush on this slope made
a detailed inspection impossible.

The overall stability of the embankment appeared to be satisfactory.
Several animal burrow holes were noted both on the crest and on the out-
board slope. There were two soft areas beyond the toe of the outboard
slope. One of these areas was near the southern end of the eastern slope.
The other was beyond the toe of the northern slope on the main storage
pool. No actual seepage was observed in either of these areas.

c. Inflow/Outlet Pipes
The pipes controlling flow into and out of the reservoir were submerged
and, therefore, unobservable. Water bubbling up in two locations in the
upper pool was evidence that there was flow into the reservoir. A single
vortex upstream of the gate tower indicated water was only being released
from one of the outlet pipes. _ 

The gate tower is a concrete structure in the main storage pool rising
to the top of dam elevation. The concrete on this tower was deteriorated
and spallinq. Some minor surface cracks were noted as well. The bridge
extending from the embankment crest to the tower was in satisfactory
condition, although some of the timber deck planks were rotted. None of
the four gate control storms on the tower appeared to have been operated
recently, but they are reported to be operable.

One other pipe was observed during the visual inspection. The outlet of
a 12 inch diameter cast iron pipe was located near the base of the outboard
slope on the southern end of the reservoir. There was a very small amount
of flow coming out of the pipe. The function of this pipe could not be
determined.

5



d. Waste Weir
The waste weir on the northern end of the structure was in satisfactory con-
dition. If the water surface was to rise above the crest of the weir, flow
into the sediment pit would occur. The 20 inch pipe leading from the base
of the pit to the gate house would take some of this overflow, but most would
probably spill over the northern wall of the sediment pit and away from the
reservoir, flowing over the existing ground surface.

3.2 EVALUATION

Visual inspection of this dam revealed the following deficiencies.

1. Brush and trees growing on the lower portion of the southern slope
and on the entire eastern slope.

2. Small brush growing through the riprap on the inboard slope in several
locations.

3. Several animal burrow holes on the crest and outboard slopes.

4. Two soft areas beyond the toe of the outboard slope.

5. Deterioration of the concrete on the gate tower.

6



SECTION 4: OPERATIONAL PROCEDURES

4.1 PROCEDURES

This reservoir is used as a storage facility by the City of Utica Board
of Water Supply. The flow of all water into and out of the reservoir isregulated by valves on the inlet and outlet pipes. This gives the owner
complete control over the water level in the reservoir. The water level isnormally maintained at approximately elevation 700 but drops substantially
during the summer.

4.2 MAINTENANCE OF THE DAM

The dam is maintained by the owner. Mowing and other routine maintenance
Is performed regularly. Periodic visits are made to the site to check on
conditions of the facilities.

4.3 WARNING SYSTEM IN EFFECT

There is no apparent warning system for the notification and evacuation of
downs tream residents.

4.4 EVALUATION

The operation and maintenance procedures on this structure are generally
satisfactory. Some additional maintenance efforts are required to correct
some of the minor deficiencies which exist on the structure.

7



SECTION 5: HYDROLOGIC/HYDRAULIC

5.1 DRAINAGE AREA CHARACTERISTICS

This dam is a storage reservoir which is completely surrounded by embankment.
Therefore, the structure's drainage area consists exclusively of the reservoir
itself. The total drainage area for this dam is 17.7 acres.

5.2 ANALYSIS CRITERIA

Since the drainage area for this structure is the reservoir itself, inflow
is limited to rain falling on the reservoir and flow through the 16 and 24
inch supply pipes. For this reason, no hydrologic analysis, using the Corps
of Engineers HEC-lDB computer program, was performed for this structure.
Inflow and outflow can be controlled by valves on the pipes, so preventing
overtopping simply involves proper operation.

5.3 SPILLWAY CAPACITY

The primary outflow capacity for this dam is provided by 20 inch pipes which
extend through the embankment. One of these is designated as a waste pipe.
Its inlet is 50 feet to the east of the gate tower and its control mechanism
is unknown. The inlet to the other conduit (the supply main) is at the base
of the gate tower. There are four ports at different elevations in the gate
tower, each controlled by one of the valve stems on top of the tower. There
are four ports at different elevations in the gate tower, each controlled by
one of the valve stems on the top of the tower. No detailed plans of the
gate tower were available so the invert elevation of the pipe and the size
of the inlet Forts was not known.

For the purposes of calculating the maximum outlfow through the supply main,
it was assumed that the capacity of the pipe was the limiting factor. Based
on this assumption, the maximum discharge capacity through the supply main
with the water surface at the top of the dam was calculated to be 49 cfs.

Additional spillway capacity is provided by the waste weir at Lhe routh i1
end of the reservoir. If the water surface was to rise above elevation
701.5, this weir would act as an auxiliary spillway The spillway was analyzed
as a broad crested weir with a discharge coefficient (c) of 2.6. The discharge
capacity through this spillway with the water surface at the top of the dam is
581 cfs.

5.4 RESERVOIR CAPACITY

The normal storage capacity of this reservoir is 321 acre feet. Approximately
64 acre feet of additional storage capacity is available between the crest of
the waste weir and the top of the dam.

5.5 FLOODS OF RECORD

Since this is a storage reservoir with a drainage area equal to the surface
and with almost complete control over the inflow and outflow, the concept of
record flows is not applicable.

8



5.6 OVERTOPPING POTENTIAL

To determine overtopping potential, both inflow and outflow through the pipes
was assumed to be zero. It was also assumed that the initial water level in
the reservoir was at the crest of the waste weir. The volume of runoff produced
by the Probable Maximum Precipitation of 19.2 inches over the 17.7 acre drainage
area would be 28 acre feet. This would raise the water level in the reservoir
by about 2 feet. The discharge over the waste weir section would be approxi-
mately 170 cfs.

5.7 EVALUATION

The limited hydrologic/hydraulic analysis performed for this structure indi-
cates that the reservoir could safely store and discharge the runoff produced
by the Probable Maximum Precipitation. Therefore, the spillway capacity is
assessed as adequate according to the Corps of Engineer's screening criteria.

9
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SECTION.6: STRUCTURAL STABILITY

6.1 EVALUATION OF STRUCTURAL STABILITY

a. Visual Observations
Visual observation of the embankment was hindered by the brush and trees grow-
ing on the lower portion of the southern slope and on the entire eastern
slope. The remainder of the embankment was grass covered and well maintained.

No areas of instability or active seepage were noted on the structure. Two
soft areas were observed beyond the toe of the outboard slope. One of these
areas was near the southern end of the eastern slope, and the other was on the
northern slope of the main storage pool.

b. Design and Construction Data
A construction plan for this structure, prepared by William S. Bagot, Civil
Engineer, was available and has been included in Appendix E. This was the
only design or construction data available.

c. Seismic Stability
No seismic stability analysis was performed for this structure.

1

ti 10

I - 'N, - - * - * :



SECTION 7: ASSESSMENT/RECOMMENDATIONS

7.1 ASSESSMENT

e Phase I Inspection of the Deerfield Reservoir No. 6 Dam did not reveal

conditions which constitute a hazard to human life or property. The earth
embankment is considered to be stable. Since this is a storage reservoir
with controlled inflow and outflow, the spillway is considered to be adequate.

b. Adequacy of Information
The plans which were available for this structure appeared to be accurate and
relatively complete. No plans were available concerning the gate tower and
the 4 gate stems rising from it, so exact elevations of the 4 discharge ports
were not determined.

c. Need for Additional Investigations
No additional investigations are necessary at this time.

7.2 RECOMMENDED MEASURES

The following actions should be taken within 6 months, of the date of notifi-
cation of the owner:

a. All brush and trees growing on the lower portion of the southern slope
and on the entire eastern slope should be cut.

b. Small brush growing through the riprap on the inboard slope should be

cut.

c. Deteriorated concrete on the gate tower should be repaired.

d. The two soft areas beyond the toe of the outboard slope should be kept
under surveillance.

e. All animal burrow holes should be filled and a continuing program for
rodent elimination developed and implemented.

f. An emergency action plan for the notification and evacuation of
downstream residents should be developed and implemented.

L 11



APPENDIX A

PHOTOGPAPHS



Western End of Southern Outboard Slcpe

Eastern End of Southern Outboard Slope;
Note Brush and Trees on Lower Portion of Slope
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Brush and Trees Growing on Eastern Slope

il'

Outlet of 12 Inch Pipe Located
Near Base of Southern Slope
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Riprap on Inboard Slope

View from Northern End of the Dam Looking
Across Waste Weir Towards Division Weir



r

Waste Weir Section at the
Northern End of the Dam

S Pf

Sediment Pit at End of Waste Weir
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Outboard Slope in Northwestern Corner, Soft
Area beyond Toe of Slope

Close up of Soft Area Shown Above



Gate Tower with Bridge Leading from Crest
of Dam Embankment

Gate Tower with Four Gate Stems which
Control Flow through Ports
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VISUAL INSPECTION CHECKLIST

1) Basic Data

a. General

-Name of Darn bc)E(VL(> f~RAnOiR. t>Av,

Fed. I.D. " NY 1-Z-7 DEC Dam No. rigA- °i

River Basin ACiNAwK

Location: Town ____________County OA(EC jq

Stream Name

Tributary of

Latitude (N) ,3o 8.6, Longitude (W) "-/S 2&

Type of Dam IEAATH EMANr .'Pg"4.'

Hazard Category

Date(s) of Inspection _ _/6/_0

Weather Conditions 500 OV/l CAe."

Reservoir Level at Time of Inspection II ELr ELA O 7P 6P LA,,

b. Inspection Personnel R,,a1 WARRE4beP (Ad,' Lv v'pr

c. Persons Contacted (Including Address & Phone No.) 31 79 -

Russe.e Lo 6At4&o - A&IRI1 q~ I..d 5#irf)

CryG UTrCA &,AR6 Or LOA-red, UjPL.9A

I kSNOY P4. A

U, ,Cq N

d. History:

Date Constructed Ae4u b9 t Date(s) Reconstructed

Designer UJILLI A ', S 67.

Constructed By

Owner C"Y OF 7c Qeo.R, ,F JAr6R upavMy
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2) Embankment

a. Characteristics

(1) Embankment Material G(_AceA'. 4.

(2) Cutoff Type ____

(3) Impervious Core _ UUILE Ccpa A4.L

(4) Internal Drainage System IV66E

(5) Miscellaneous

b. Crest

(1) Vertical Alignment 1"rP U&.& " 17

(2) Horizontal Alignment QC4CGU1A.

(3) Surface Cracks aj &(oTFb

(4) Miscellaneous

c. Upstream Slope -IN (3AR6 C'(P

(1) Slope (Estimate) (V:H) I .ot

(2) Undesirable. Growth or Debris, Animal Burrows SMAL4 GRUSN G1QOtaAf6

.H o N Rt,*PAP

-t3-)--- Sloughing, Subsidence or Depressions A/_o__ L__

a.j



93-15-3 9,/80 )

(4) Slope Protection M E ru A\.g Pc.4cc, R, p 7"

(5) Surface Cracks or Movement at Toe CA VE A(7,'

d. Downstream Slope - OU ' - QR& Lr

(1) Slope (Estimate - V:H) 10 I ('Z. # Ac I,-8Uk eR6UJS

(2) Undesirable Growth or Debris, Animal Burrows f Ruv/J"t4 E -d VC

G&ASS5 04V EA-w j 4' LOW,5& S(1Vk6Rg RI- ccST 54P

(3) Sloughing, Subsidence or Depressions Aov,- A/ t7'f

(4) Surface Cracks or Movement at Toe No_/_

(3) Seepage Ala 5'E-xpA6, 68se Pv, - I3our Z WE- '4e-As r'uvp

ONJE Ed 6AI 60rY(OASTr C~-QP&A ONS l/V~A& Nbkhw(jd

(6) External Drainage System (Ditches, Trenches; Blanket)

(7) Condition Around Outlet Structure /Vs, Ou-rL6r 7 RuC-rUV6

(8) Seepage Beyond Toe SoQ7 IE4S MAA et ( A a G6A

e. Abutments - Embankment Contact

Na-- A~p4cme~5 1 444 6 ,QAA0rAET-

Ijr& icy_

~- ,-,. !~j -



.
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(1) Erosion at Contact //

(2) Seepage Along Contact A/A

3) Drainage System

a. Description of System ___l___

b. Condition of System

c. Discharge from Drainage System _

4) In 2..,, 2ntation (Momumentation/Surveys, Observation Wells, Weirs,
Piezometers, Etc.)

No me

C
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5) Reservoir

a. Slopes QPRP-hb ttNJIAA r-p

b. Sedimentation / e

c. Unusual Conditions Which Affect Dam O'JZ.Y /A1F4dLO IS PI,5./AIS

OR (P,,91,qL4 6,E-L b~l REERM& , YOfrAC6

6) Area Downstream of Dam

a. Downstream Hazard (No. of Homes, Highways, etc.) IZfPU, ,1-IA16

b. Seepage, Unusual Growth NAle :

c. Evidence of Movement Beyond Toe of Dam A/1

d. Condition of Downstream Channel WEAV/w aRUTA #

7) Spillway(s) (Including Discharge Conveyance Channel)

[Af. R. Cwrpzn -.tweo oL.AJvre q Go-r6 5 -ta AJplr

FPP-A_ '(a WAVIE kf~ OP~wr, Rv'rt

a. General GA10' INP-l 0 Q U-rF.dv) CONTrPa.Le6 ' WJA-ae/?

-!COPPL.Y P-r 5 0-jq6 RC7c"Lj/A6 (Al FOkt Z IE

As Cvteaewca, BY LJAra-k 8cu8L4Atl UP lg OPPEPA Pt6L

W- r& G&,v R PrL~awqet F'4 I PtPE- Vaoq7'e UrqrP GFq'

b. Condition of Service Spillway_____________________

.~- ..
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c. Condition of Auxiliary Spillway _____________________

d. Condition of Discharge Conveyance Channel 1V A

8) Reservoir gvei/Outlet

Type: Pipe _______Conduit _______Other J~7ASOfP-i' WI74MW4L

Material: Concrete _ _____Metal _ _____Other________

Size: __ _ _ _ _ _ _ _ _ _ _Length _ _ _ _ _ _ _ _ _ _ _ _ _ _ _

Invert Elevations: Entrance _________Exit _________

Physical Condition (Describe): Unobservable.-

Materipd: ____________________________

Joints: __________ ___Alignment___________

Structural Integrity: ______________ __________

Hydraulic Capability: _______________ __________

Means of Control: Gate _____Valve _____Uncontrolled- ____

O--peration: Operable _ ____Inoperable _____Other _____

Present Condition (Describe): ___________________



7
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9) Structural - C N 7E GAT "

a. Concrete Surfaces ' ,6E te7 RIbRAt6 4. SPAe6k, ARa45

b. Structural Cracking I'"INIO. 'UQ'ACE CRAC kS

c. Movement - Horizontal & Vertical Alignment (Settlement) A110 A/t

d. Junctions with Abutments or Embankments /V/ __

e. Drains - Foundation, Joint, Face I/V/

f. Water Passages, Conduits, Sluices A/

g. Seepage or Leakage l /A

..........................
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h. Joints - Construction, etc. 1/A

i. Foundation NlIA

j. Abutments A i

k. Control Gates 6~A ;rft AS - o 03-r APPEAP;( ,*j ,!F A

1. Approach & Outlet Channels Al/1A

m. Enrergy Dissipators (Plunge Pool, etc.) A114

n. Intake Structures AcwgaiyCt 64r #kwLss 5 c1v- IttltN

.ON 1VOlTEP EWNO, 0r1~O S-Q7'c&oE- WAS, Useb

To kep ct iM-irw auT O)F ResffuwBr

.o---Stabiity __ _ _ _ _ _ _ _ _ _ _ _ _ _

p. 1\iscellaneous S-7reee SAtvCr Sffi &PA tws -T 7 q-e 7, w

OW,'AY EKcP7 S ar QO-r,,16 P4.4A/(r5

Yf-r1~ L~Ao 0awNt7 //v -nre S-ecoe r o7 p

(Z~~o'~ &aOFCo.AqkAf6)- rL,6,4'7 bCIOIE C4MWlC rw. I
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10) Apourtenant Structures (Power House, Lock, Gatehouse, Other)

a. Description and Condition______ _____________

11) Operation Procedures (Lake Level Regulation):

6 ,lC'r OP 7 es A/GpmA/ Ze- /,v S5ppwae
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HYDROLOGIC/HYDRAULIC
ENGINEERING DATA AND COMPUTATIONS
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CHECK LIST FOR DAMS

HYDROLOGIC AND HYDRAULIC
ENGINEERING DATA

AREA-CAPACITY DATA:

Elevation Surface Area Storage Capacity
(ft.) (acres) (acre-ft.)

1) Top of Dam 7__, (7,L. _________

2) Design High Water
(Max. Design Pool)

3) Auxiliary Spillway
Crest

4) Pool Level with
Flashboards

5) Service Spillway
Crest- W srWeI- 7We.i 7 P, _70A5.

DISCHARGES
Volume
(cfs)

1) Average Daily

2) SP&14wey @ Maximum High Water 581

3) Spillway @ Design High Water

4) Spillway @ Auxiliary Spillway Crest Elevation

5) Low Level Outlet- Su Pee, _A/,____

6) Total (of all facilities) @ Maximum High Water 63o
7) Maximum Known Flood AIZA

8) At Time of Inspection (Q AlM0 V

93-15-4(9/8o)

• .m -s.-.,.r ": 1,Jt~i [{
'' ' # ' ' ' - ' '' ' ' ' ' : - ° : ' K -' ' > k

'. ...... " -'- -



CREST: ELEVATION: 7OG,6

Type: EAK19

Width: IS -r Length: "3 ZO F-"

Location A10 R-rq'fegN E/V (Z ir A 0,

SPILLWAY:

SERVICE AUXILIARY

"7__01,6 _ Elevation

ScA AfA" W i/1. Type

Z F-T Width

Type of Control

V Uncontrolled

Control led:

Type

(Flashboards; gate)

Number

Size/Length

Invert Material

Anticipated Length
of operating service

Chute Length.

Height Between Spillway Crest
& Approach Channel Invert

(Weir Flow)



3

HYOROMETEROLOG I CAL GAGES:

Type N t__ __

Location:

Records:

Date -

Max. Reading -

FLOOD WATER CONTROL SYSTEM:

Warning System: N_ A:

Method of Controlled Releases (mechanisms):

RE-AC 7-Io,406 Low~ Lgvee- 0 OU7zLd'6

* 93-15-L(9/8C)

AIi



4

DRAINAGE AREA: 17, A7

DRAINAGE BASIN RUNOFF CHARACTERISTICS:

Land Use -Type: Pe~zQP CoMCSES E/,7-/RZ 4 A1q6e- A
Terrain - Relief: k/A

Surface - Soil: N/1_

Runoff Potential (existing or planned extensive alterations to existing
(surface or subsurface conditions)

Potential Sedimentation problem areas (natural or man-made; present or future)

Potential Backwater problem areas for levels at maximum storage capacity
including surcharge storage:

Dikes - Floodwalls (overflow & non-overflow ) - Low reaches along the

Reservoir perimeter:

Location: / / 2

Elevation:

Reservoir:

Length @ Maximum Pool 11_ _ _4 (Miles)

Length of Shoreline (@ Spillway Crest) (Miles)

93-15- ...?,.80)



00-15-1 (3/78) NEW YORK STATE DEPARTMENT OF ENVIRONMENTAL CONSERVATION
Formerly GA-17

PROJECT GRID

JOB SHEET NO. CHECKED BY DATE

SUBJECT COMPUTED BY DATE

r y! ! 9i

I IV ) L 

F ssom elH.. At 4J 4+,. Lve Ils IA- Fit=+ v7ba. I

I I!
_~ _ _ I- --- WeK - - -'ICE

'A C) 5 'A A;_

- _ iz ziT

15 7

h.1 ~ ... ................... - - 'I

.. - -k r .c! / _ .

v - - 1A

V,,t c:1



00-15.1 (3/78) NEW YORK STATE DEPARTMENT OF ENVIRONMENTAL CONSERVATION
Formerly GA-17

PROJECT GRID

JOB - ISHEET NO. CHECKED BY IDT

SUBJECT COMPUTED BY OATE

F1 n )-i " A I 71S

- _ _ - I I I ! tri

L .2 " 1 j

i _ _

I.'-

-01z Lk t), + 1174.-

_ _S

- -- - - --. -. f- - -- {-~-4.-!
- ----- ~v'. ~I~i~2.V

------- ~v I L ~ .v L~zI
- -

I-

- -- --- ---- - -- - - 1~---------I- - -

- - - - - - - - --- -- ~ - - - - -
- -- - - - - - - - - - -- - - - - - - - -

-------- - - - ~Ij --- ---



APPENDIX D



APPENDIX D

REFERENCES

1) U.S. Department of Commerce; Weather Bureau;
Hydrometeoroloaical Report No. 33 - Seasonal Variation of the Probable
Maximum Precipitation East of the 105th Meridian for Areas from 10 to
1,000 Square Miles and Durations of 6, 12, 24, Ana 48 Hours, April 1956.

2) H.W. King and E.F. Brater, Handbook of Hydraulics, 5th edition,
McGraw-Hill, 1963.

3) University of the State of New York, Geology of New York, Education
Leaflet 20, Reprinted 1973.

4) Elwyn E. Seelye, Design, 3rd edition, John Wiley and Sons, Inc., 1960.

5) U.S. Department of the Interior, Bureau of Reclamations;
Design of Small Dams, 2nd edition (rev. reprint), 1977.

4' 1

I -I -



APPENDIX E
DRAWINGS



*1D a -

Is cow
s 0

A.W U.

it 1K1 el s
ATX Stc 

I - -
J Felts it

Owl,~~ 1220Iv

Carlo ~ 'nVUIA ~d~v

r.0'..* -- ll A (At ll . , 0 1' ,

I 1
0~~ 4~

0-rdVICINITY MAP
I ERIL RESEVOI DAM 1 1 odFog

E'"I.Dr No NY 'A227



141

r.0 , o Y 12



4 
1~

fir, L

A.At,

7 ---. -=4-L-

- .- -

4 ~ .. ~-.l



4. -q - a

A,,.

1 10
4.+

IL.-~-

-A L

A-- ~ dA'~' I ~-



* 'I ~fr ~2~'* ~4 -4~-i-~-.

~ ~ A:
/ - 'A /. ..

~ -
444i4~ ~'~4 ~ ~ 4~. 2-'~4~~- 441 ~' -

*2 ~ -,:- '4 44 ~.e .x... -
b.~4j. 4"" 4 ~. . AE

* 4"' " r -'

"'1~** -
~ *~. :.~ 4. JE .J'~..y '41 k

'A,'- -~ ,
4

1P~j&WE. - y,..~4/.4  ~.

- 4.',~ '4 4. ~- '4- -
44. 4 .t- At,. ~-'.v *,~ f~ t  

- 4 a

.kfr~ 
4 4 . ~

VA.
4 4

a~ -~

444. ~ ~~~j~b4'4. - 44

A, * ' 7 .,~ ~ :4
4. -- * 4-~." Z,

a ~ 44b ~4 - -
.~,'4. ~

/

-. f
t
. 4 - 7,

:4 ... I~ ~ 92 - ~1

4.

- .4... .44. ,~ ~~n4 .4~

---- '4-- - --. d 4 *- ''1/ .~- * 4 j.

- ~ * . -

*4 I -~

4 *4.44~~ 4 '~ .~4 . 4 .44. &&~[
11?

'4 1 1 '/ '1-~

- ,, ...- ~'.4..i *

-~ I *

4 & I 4.

5 5
1 4.,

'5-* //
'4.'

-~ .., * .4.9 - '

.4 4 4.

-~ - -~ ~
* - 4441~-$,v 4. S *'

4 .44 1 ~ v4~.14' .?..~ .1
- '4 I 9 5

/9/ ~ - -~ -~ - -".4.-. 1
-- .- -4 44 .44

.~ r- .*. - f . '9

/ - 7'4 ~ ~ - '4-..' - 1' U
* I

"'5 4-...

9 1 44 *.

4 ~'V.J. .

* * ~ K~

I
L I I
.4 4 i 4.



4"*".".V. t*AS .t - ' ' - * i 'p "r _ -.. p . ... . .~e f ,j4

4* 4w

•~~ .... .. ..... . ....

,v'1:- ..,

.a d .f,,

.,.

A.Zatc.' .t .. .. A _ . ..A L.
4

.

5' -,' - a -, , .. i :.. . .;

le -~ .4k, 4 ~ "

rti.,o-,

• _ - V. - " - , •. . .* . -_. " , _ ,,,

A



-. 77.- -T-

14-4

-7,



{3w

*V4.

'-I



a 4

I -~

~ 1~ - 4
I.
I 1~2

T'~-J.

N -.

d II) r -~

* k

p ~L,-i -9 4

Vii - *.

4

~4h f ~ -, * ~-

- ~- *~
~~-~6- ~

I
* - .

- - -I - ~i.

b ~

4

I I,

I,, ~' - S *

4 >.~-

V

A
P c. -

- -. -

4

* - , r. .-. -e -

~4T~ 4
4- * I -- .-* -



l ,-- . 4 

.. i. i.. 
. 4

, , ,
... 

, 
-

:." 

.. 

.... -,'

i- 
," 

-
-- - -- - -" 

' 
"

..-

, 
-

', . ,-

• - ,- . . .

.4£

_ 

*.5 
V 

i

,-_ . • , ,. . S 

-'
'-5,-

,5 -_

' 
.. -

-,.

'5 

.
-.. 

_.-,,. 4,, 

.
-..

• 

_ 

.
.. 

..

, 
*. 

--.

.----
: " 

%---, - -' 

. . .



* - -- - 7, 2.F ) wT

• *., . , ,,,I'

L'A "i e*I 1I

" .. , -. .- - - _:. . - .- " .. .- :,

-. 4.--.

,, K - S •

. . , - ..,,.. " -

.... . " * -4. --:. -: ,m _
- . .. .. . . . _ _ , ) 

4
4k- , -

,'..L A -.

A - *, *1..-<, V.' .5>-



- "A

• ' ?

• id

-,- * . . .... . . . . . . . . . . .. . - , .. . . . .. .. ... . .-

-'.7 _-. .. .- _ , ..- . -

-"'-,' ':--. . .. ---.

- . - ,

. .. . ....,-,-- -- --- -- i.- -i



**

-

N I

hr
~ V f

-4i'- .- - -~ - $b*7

~ ~ -

'~1

r - I

' 1

-,r ~ ~
'.4 4 J..

C & 4

* 121
A

- . - ..

- 4 4 4, .4'.
"*~ ~

4 I *C~&:: *
.~k.,..r ~3

I *J' 4 ' *~ 4 4

4. . I ~ 4~' - .44. 44
S. -. ~, ''~ A..1 -.

1 4 4~ ~ ''4
I #Pe. . 44 4.

* ~ '>.O~ .4 I
4. ~ A.

- . -- S..---. -- 4 - - .41 . 4 1 -~ j.

44,/f t'.. 4.. -~
/ . -4.

i

w~ CX;, ~r
./~ 4 .. ,.~.* ~1i

-~ - V 4.

- . -- - L
1
7...... *

~44. i. **~* ' ~

4 I#~4 "'N .
4~I. '...~ .

., -- ~

A' C'

1*4' 4' ~

~ *~..,

-. 4- ---- 4-. 4 - .- 4 . ., 4144 44~ %
----- ~ .. ~ - - ~ .4

a. ~- 4 .**.. .. *~-~ l ~-,



-7.- 7

- - -N -m P4. v

AIt-

'5 . 1V 7v.

jL-



- 7 -.-- W.7

cz -

II-

(sod

plo Cb

A16'



- .•.- + -- 1* "4 - .. - -S

-t•. 
. -

• ~ ~ I , o, 

"

... e. 
--: ,.. .r'.

+-- - . . •-. 
.-p . - + r 

, +

-A 
-.-_ ---.* - . -'.- - , - -.

• 1o., ." 
. . I, -..

S * - - .

at+ 

:+- 

. -

' ". - 4 • ..
C+.-- .+ . v+ -

...+ ". ,+- -; .. :

S. 
.• .+ S .

III + , T h++ ' + -+ . , .... "'. -- +.. . ',.- + . .. . . . . + ,

*I_ ' + * +.. . . ..' ... r ! , .. . , S-- -.i-- , -
I2 , + + '- '  --: " + - -, ' - ---

2"'.- '+ +.. +S .. A 24 + ' -- a . -. - ". -.. " 2 " ""-4$ J ."' + . o. .-. -t 
-Z. .. , 

,  
. r t 'V 9E

. g t-+ y+ .. . ... 
- --- . t..-

. -.4'.++ .- •+• 
++ - 4 al .w - .

44 ' + . -',. - + > t -+... '£'rj , + .qI 
* . , T.+. , ++ + .+.- .... "++I + - +, .. +,, ,, -, - .

7*t 14 r, . - '-....U.,.+,• . . ++.. , .• ,. .. . .

- .• ". + .(

1..-k+..."..

a, -% 4. 4. + .. j. at ;...

"F'Vt..

," ..-S 
.

.," "

......r .Th twIf...? M 1L t - \

V t w' . .
* . ' , i , .* " .." . + ,

_fl, ., .- _+ 
.-1.. . ,~> A. , - , . + ,. . ," * '." " a? .Y , ,+,



Sk -s

*~~~~ ..4 .~' ~-

V AV

m.. ..4

. . .47

:5-0



-,. ' .P;.. ",4 1'.
.

. t,. 4 . .:.-

IZ $

-4.. . , .. .. - .t.A

- -" ' 4?;: .ja,




